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Lämpötilojen seuranta 2015 - 2016

Kuukausi Suure

A6 A7 B10 B17 C22 D26 D27 D29 D34 A6-D34 Käyttöv/ 

meno

Käyttöv/ 

paluu

A 

rappu

A          

UVV

B    

rappu

B    

UVV

I-talo       

KH

C 

rappu

C    

UVV

D 

rappu

D    

UVV

II-talo       

KH

Lok 2015 Keskiarvo 21.8 22.4 22.4 22.5 24.0 20.9 22.9 23.3 22.5 58.4 53.8

Minimi 20.4 21.3 22.0 21.6 23.5 20.2 22.3 22.2 20.2 57.0 53.0

Maksimi 22.6 24.8 23.2 23.6 24.7 22.2 23.3 24.2 24.8 59.0 54.0

Hajonta 0.5 0.8 0.3 0.5 0.3 0.4 0.3 0.4 0.6 0.4

Mar 2015 Keskiarvo 21.1 21.7 22.4 22.3 24.0 20.7 22.7 22.9 22.2 58.2 53.6 21.0 19.7 21.0 20.0 20.7 22.0 23.0 21.0 20.0 22.0

->13.11. Minimi 20.8 20.6 22.1 21.9 23.6 19.8 21.9 22.6 19.8 57.0 52.0 21.0 19.0 21.0 20.0 20.0 22.0 23.0 21.0 20.0 21.0

Maksimi 21.5 22.8 22.8 22.8 24.3 21.4 23.2 23.3 24.3 59.0 54.0 21.0 20.0 21.0 20.0 21.0 22.0 23.0 21.0 20.0 23.0

Hajonta 0.2 0.5 0.2 0.3 0.3 0.3 0.5 0.2 0.7 0.6 0.0 0.6 0.0 0.0 0.6 0.0 0.0 0.0 0.0 1.0

D22, AT4 ja yleisten tilojen patteriasetuksia säädettiin.  Lämmityskäyrä muutettiin 20 - 49 - 70  ->  20 - 45 - 64

Mar 2015 Keskiarvo 21.1 21.3 21.9 21.5 23.3 21.0 22.3 22.4 21.9 58.2 53.8 19.0 19.3 18.3 19.0 20.4 20.7 22.1 19.4 18.5 19.9

14.11.-> Minimi 20.8 20.4 21.5 20.7 22.6 20.6 22.2 22.0 20.4 58.0 53.0 18.0 19.0 17.0 18.0 18.0 19.0 21.5 18.5 18.0 18.0

Maksimi 21.6 21.8 22.5 22.1 23.7 21.4 22.5 22.8 23.7 59.0 54.0 20.0 20.0 19.0 20.0 27.0 22.0 23.0 20.0 19.5 22.0

Hajonta 0.2 0.3 0.3 0.4 0.3 0.2 0.1 0.3 0.4 0.4 0.6 0.4 0.6 0.6 2.9 0.8 0.4 0.5 0.6 1.1

Jou 2015 Keskiarvo 21.2 21.2 21.7 20.8 22.8 21.2 22.2 22.0 21.7 58.4 53.8 18.7 19.3 17.6 18.2 19.4 20.4 21.7 18.8 18.1 19.4

->10.12. Minimi 21.0 20.8 21.5 20.6 22.3 20.7 22.1 21.8 20.7 58.0 53.0 18.0 18.0 17.0 18.0 18.5 20.0 21.0 18.0 18.0 19.0

Maksimi 21.5 21.9 22.1 21.1 23.2 21.6 22.3 22.2 23.2 59.0 54.0 19.0 20.0 19.5 19.0 21.0 20.5 22.0 19.0 18.5 20.5

Hajonta 0.1 0.3 0.2 0.1 0.3 0.2 0.1 0.1 0.5 0.5 0.4 0.7 0.9 0.4 0.9 0.2 0.4 0.4 0.2 0.6

D29, C21 ja yleisten tilojen patteriasetuksia säädettiin.  

Jou 2015 Keskiarvo 20.7 21.1 21.5 20.8 22.6 20.6 21.3 21.7 21.4 58.0 53.5 19.9 19.7 18.3 17.5 19.0 19.3 20.8 18.7 17.8 18.7

10.12-> Minimi 19.5 20.3 21.1 20.5 22.0 19.8 20.1 20.8 19.5 57.0 52.0 19.0 19.0 16.0 16.5 17.0 17.5 20.0 17.5 17.0 16.5

Maksimi 21.7 21.8 21.8 21.3 23.1 21.5 22.6 22.0 23.1 59.0 54.0 20.5 20.0 19.5 18.0 20.5 20.5 21.0 19.0 18.5 20.0

Hajonta 0.6 0.4 0.2 0.2 0.4 0.3 0.5 0.3 0.5 0.6 0.3 0.4 1.0 0.5 1.2 0.8 0.4 0.5 0.5 1.1

Tam 2016 Keskiarvo 20.8 20.5 20.9 20.8 22.4 19.7 21.4 20.5 21.1 20.9 58.1 53.5 19.2 17.4 15.9 15.9 16.1 16.2 19.5 17.8 15.3 15.2

Minimi 19.8 19.1 20.2 19.9 21.3 18.8 19.9 19.6 20.3 18.8 57.0 50.0 18.0 16.5 13.5 15.0 13.5 14.0 17.0 15.0 12.5 13.0

Maksimi 21.7 21.2 21.6 21.5 23.3 20.5 22.6 21.1 21.8 23.3 59.0 54.0 20.0 18.0 18.0 17.0 21.0 18.5 20.0 20.0 18.0 18.0

Hajonta 0.5 0.6 0.3 0.4 0.5 0.4 0.8 0.4 0.4 0.6 0.9 0.5 0.5 1.3 0.7 1.8 1.2 0.7 1.7 1.7 1.6

11.2.2016 A-rapun, A-UV, B-UV, C-UV patterien virtauksia pienennnettiin, lämmityskäyrä 20-45-64 -> 20-45-68

Hel 2016 Keskiarvo 21.5 21.1 21.6 21.3 22.9 20.3 21.3 21.5 22.0 21.5 58.3 53.5 19.2 17.4 18.0 17.3 18.2 17.6 18.5 18.4 17.8 17.7

Minimi 21.1 20.4 21.3 21.1 22.4 19.7 20.4 20.9 21.5 19.7 57.0 52.0 18.0 16.5 17.0 16.5 16.0 16.0 17.0 17.0 17.0 16.0

Maksimi 21.7 22.9 22.5 22.0 24.1 20.8 22.4 22.9 22.8 24.1 59.0 55.0 20.0 18.0 18.5 18.0 21.0 19.0 21.0 20.0 18.0 19.0

Hajonta 0.2 0.5 0.2 0.2 0.4 0.2 0.6 0.5 0.3 0.7 0.7 0.6 0.5 0.4 0.4 1.0 0.6 1.5 0.8 0.3 0.7

Maa 2016 Keskiarvo 21.8 21.7 21.9 21.9 22.9 20.7 21.9 22.3 21.9 58.4 53.6 18.7 17.1 17.5 15.6 18.2 16.8 17.6 18.4 18.2 17.5

Minimi 21.2 20.2 21.5 21.3 22.2 20.0 21.0 21.8 20.0 57.0 53.0 17.0 16.0 16.5 15.0 17.0 13.5 16.5 17.0 17.5 16.0

Maksimi 22.4 23.5 22.5 23.4 23.6 21.8 23.0 23.3 23.6 60.0 55.0 19.5 18.0 18.5 17.0 21.5 18.0 19.0 19.5 19.0 19.5

Hajonta 0.3 0.8 0.3 0.4 0.4 0.4 0.6 0.4 0.7 0.6 0.5 0.4 0.5 0.6 1.0 0.9 0.6 0.5 0.4 0.9

Huh 2016 Keskiarvo 22.4 22.2 22.2 22.5 23.3 20.9 22.7 22.9 22.4 58.5 53.8 19.2 17.9 18.0 16.9 19.2 17.9 18.6 18.9 18.7 19.0

Minimi 21.9 21.4 21.6 22.1 22.6 20.0 22.0 22.5 20.0 58.0 53.0 18.5 17.0 17.5 16.5 18.0 17.0 18.0 18.5 18.0 18.5

Maksimi 23.3 24.1 22.7 23.0 24.1 22.0 23.3 23.4 24.1 59.0 54.0 19.5 18.5 18.0 17.5 20.0 18.5 19.0 19.5 19.5 20.0

Hajonta 0.3 0.6 0.3 0.3 0.4 0.5 0.4 0.3 0.5 0.4 0.3 0.3 0.2 0.3 0.4 0.4 0.4 0.2 0.3 0.5


